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(APPROX. 12' LONG 
x 4'2" WIDE x 2'6" TALL)
DUCT MOUNTED 
HUMIDIFIER




























UP TO LEVEL 
ABOVE
SUPPLY DUCT DOWN 
FROM LEVEL ABOVE
THE UNIT LOCATION AND DUCT ROUTING ARE SCHEMATIC IN NATURE WITH REGARD TO 
ROUTING.  THEY ARE SHOWN TO CONVEY INTENT OF SYSTEM ZONING.  ACTUAL DUCT 
ROUTING WILL BE DETERMINE LATER IN DESIGN BASED ON THOROUGH SITE INVESTIGATION
AND STRUCTURAL EVALUATION FOR BUILDING WALL AND FLOOR PENETRATIONS.
A HORIZONTAL MOUNTED AHU IS SHOWN, HOWEVER A VERTICAL TYPE UNIT WILL BE 
EVALUATED AND CONSIDERED AS WELL, AND THE MORE DESIRABLE UNIT WILL BE CHOSEN
WITH REGARD TO IMPACT ON FLOOR SPACE  AND DUCT ROUTING.
SCHEMATIC NOTES:
